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INPUT 480 VOLTS     3Ø     3 OR 4 WIRE

4TH WIRE NOT CONNECTED TO THE TRANSFORMERS
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TRANSFORMER #1 TRANSFORMER #2

120 120NEUTRAL
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OUTPUT 240 VOLTS     3Ø     4 WIRE (HI LEG)
BOTH 1Ø AND 3Ø LOADING MAY OCCUR SIMULTANEOUSLY.

VARIOUS 1Ø AND 3Ø LOAD COMBINATIONS ARE SHOWN ON PAGE 2 OF THIS SHEET

CAUTION:
DO NOT EXCEED THE MAXIMUM 1Ø AND 3Ø LOADINGS ON PAGE 2
OTHERWISE OVERHEATING OF THE TRANSFORMER WILL OCCUR.

SEE NAMEPLATE DATA ON INDIVIDUAL TRANSFORMERS FOR VOLTAGE TAP SETTINGS
NOTE: DO NOT REVERSE INPUT & OUTPUT
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* DO NOT EXCEED THESE MAXIMUM 1Ø AND 3Ø LOADINGS. OTHERWISE OVERHEATING OF TRANSFORMERS WILL OCCUR.
FOR OTHER KVA COMBINATIONS OR LOAD APPLICATIONS, PLEASE CONTACT THE FACTORY.
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TRANFORMER #1 TRANFORMER #2 MAXIMUM LOAD KVA AND AMPS -
1Ø AND 3Ø - WITH “HI-LEG” OPEN

DELTA CIRCUIT*
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